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NOTE: IF ALTERNATE #2 IS NOT ACCEPTED,  THEN
TIE NEW MB ROOFING INTO EXISTING EXPANSION
JOINT AND SEAL WATERTIGHT.
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City of Lowell

Public Schools

PLAN
NORTH

ROOF PLAN
SCALE: 1/8"=1'-0"

GENERAL NOTES:
1. ALL DIMENSIONS AND ROOF PENETRATIONS TO BE VERIFIED

IN FIELD .

2. PROVIDE TAPERED INSULATION TO ACHIEVE 1/4" PER FOOT
MINIMUM SLOPE.

3. PROVIDE NON-TAPERED INSULATION OVER EXISTING 
SLOPED ROOF DECK. AT STAIR & ELEVATOR TOWER 
(ALTERNATE 2) PROVIDE TAPERED INSULATION;
ACHIEVE AN AVERAGE R-VALUE OF 25 MIN.

KEYNOTES:
01 MODIFIED BITUMEN MEMBRANE SYSTEM: REFER TO

SPECIFICATION 07 52 00.

02 VTR: EXISTING VENT THRU ROOF TO REMAIN. PROVIDE NEW
FLASHING AND COUNTER FLASHING.

03 FAN: EXISTING TO REMAIN. PROVIDE NEW FLASHING AND
COUNTER FLASHING.

04 HATCH: EXISTING HATCH TO BE REMOVED AND REPLACED
WITH NEW ALUMINUM INSULATED BILCO MODEL S-50T OR
EQUAL  ROOF HATCH 30"X36"; SEE DETAIL 6/A3.

05 ROOF DRAIN: EXISTING ROOF DRAINS TO BE REPLACED,
LOCATION TO BE VERIFIED IN FIELD. INSULATION TO BE 
TAPERED/SLOPED AS NEEDED TO ACCOMMODATE PROPER
DRAINAGE. SEE DETAIL 5/A-3.

06 SCUPPER: SAW CUT MASONRY PARAPET DOWN TO TOP OF
ROOF MEMBRANE; VERIFY HEIGHT IN FIELD. PROVIDE METAL
LINED EMERGENCY OVERFLOW SCUPPER; SEAL ALL JOINTS
WATERTIGHT. SEE DETAIL 7/A-3.

07 ELEVATOR EXHAUST SHAFT: EXISTING TO REMAIN. PROVIDE
NEW FLASHING AND COUNTER FLASHING.

08 VENTILATOR: EXISTING TURBINE VENTILATOR TO BE 
REMOVED AND RE-INSTALLED ON NEW CURBS SEAL 
WATERTIGHT.

09 CHIMNEY: EXISTING CHIMNEY TO REMAIN. PROVIDE NEW
FLASHING AND COUNTER FLASHING.

10 PARAPET: NEW PARAPET TO BE BUILT UP ON EXISTING; SEE
DETAIL 8/ A-3.  ALTERNATE # 2

11 WALK PAD: WALK PAD PER SPECIFICATION 07 52 00.
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A FRONT ELEVATION  (ALTERNATE # 2)
SCALE: 1/4"=1'-0"

B BACK ELEVATION  (ALTERNATE # 2)
SCALE: 1/4"=1'-0"
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LEGEND:
SAMPLE LOCATIONS

SAMPLE CHART:
SAMPLE NUMBER AXIOM SAMPLE NUMBERSAMPLE TYPE

1 082814-09-15AEDGE SAMPLE

2 082814-09-14ACORE SAMPLE

3 EDGE SAMPLE

4

5

EDGE SAMPLE

6 082814-09-14BCORE SAMPLE

7 082814-09-17BCORE SAMPLE

8 082814-09-19AEDGE SAMPLE

9 082814-09-18B

082814-09-15B

082814-09-16A

082814-09-16B

10 EDGE SAMPLE 082814-09-19B

11 CORE SAMPLE 082814-09-17A

12

13

EDGE SAMPLE 082814-09-18A

14

EDGE SAMPLE 082814-09-20A

 EDGE SAMPLE

1

EDGE SAMPLE

CORE SAMPLE 082814-09-20B

1


