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TECHNICAL SPECIFICATIONS 
 

 
OVERVIEW 
 
The City of Lowell is seeking bids to install a new fire alarm control panel and related equipment 

at Lowell Fire Headquarters, 99 Moody Street, Lowell, MA 01852.  The selected contractor shall 

be responsible supplying the equipment, installation and commissioning the proposed new 

units, in strict accordance to the attached specification 

 

All work must comply with all required codes pertaining to fire alarms systems, conduit and 

wiring. Contractor is required to obtain and pay for all permits for this project. Prevailing wages 

apply. 

 

SCOPE OF WORK 

A – Fire Alarm Control Panel 

• Furnish and install (1) 198 point addressable fire alarm control panel. To be 

located next to the radio box in the exercise room 

• Furnish and install (1) system smoke detector over Fire Alarm Control Panel 

B – Apparatus Garage 

• Add (16) 135 degree rate or rise heat detectors. 

• Add (16) ceiling mounted horn/strobe audio visual units 

• Add (1) manual pull station 

C – Mechanics Garage 

• Add (6) 135 degree rate or rise heat detectors. 

• Add (6) ceiling mounted horn/strobe audio visual units 

• Add (1) manual pull station 

D – Second Floor Living Area/Offices 

• Add (8) system smoke detector throughout the corridor and stairwells. 

• Add (5) wall mounted horn/strobe audio visual units 

• Add (1) manual pull station 

 
 


